24" x 24" x 4"
THICK CONC. PAD
TYP. EACH VALVE BOX.
THICKNESS SHALL BE
6” MINIMUM FOR VALVES
IN ROADWAYS QR
TRAFFIC AREAS.

3" DIA. BRONZE DISC
ANCHORED IN CONC. FAD
STAMP AS REQ'D

(SEE NOTE 1

SIZE OF VALVE——~__\_,__
TYPE OF VALVE — "
SERVICE

DIRECTION & NO. PG e i

OF TURNS TO 7 laslead -5t/

OPEN PRIy

VALVE BOX 7
AND COVER/-'.-_
(TYP.) R

2500 P.S.. S
CONCRETE MlN.—/

14 BARS ALL 3" DIA. BRONZE

DISC ANCHORED IN
CONC. FAD STAMP
AS REQ'D.

ANV

ANCHORS

NQOTES:
1. BRONZE IDENTIFICATION DISC SHALL BE REQUIRED FOR ALL VALVES

VALVE COLLAR

NOT TO SCALE
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